NOTES:

1. MEGA LUGS (OR APPROVED EQUAL) ARE
REQUIRED ON ALL M.J. FITTINGS.
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SEPARATION FOR *SANITARY SEWER NOTE:

DETAIL SUBJECT TO CHANGE PER DIRECTION
OF CITY OF LEWISVILLE ENGINEERING DIVISION

* FOR SANITARY SEWER,PREFERENCE IS TO RAISE WATERLINE OVER THE SEWER IF POSSIBLE
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LEWISVILLE Water Main Lowering

Deep Roots. Broad Wings. Bright Future.
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