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FLOOR DRAINS INTO WASHED
ROCK OR STORM SEWER

SIDE VIEW

DOUBLE CHECK VALVE ASSEMBLY VAULT DETAIL

GENERAL NOTES:

1. THEE DOUBLE CHECK VALVE ASSEMBLY SHALL BE LISTED ON THE LATEST

USC LIST OF THE BACKFLOW PREVENTION ASSEMBLIES
2. UNDER CONCRETE FLOOR, INSTALL 12" THICK WASHED ROCK.
3. DUCTILE IRON PIPE IS REQUIRED INSIDE THE VAULT.

4. VAULT DOORS SHALL BE LIFT ASSISTED.

5. VAULTS LOCATED WITHIN TRAFFIC AREAS SHALL BE RATED FOR A MINIMUM

HS-20 LOADING.

6. SHOW REQUIRED BYPASS CONFIGURATION ON 24" MINIMUM SIDE OF VALVE

(TOP VIEW)
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